
PANEL TAG:  LSE6A VOLTAGE: 120/208 VAC, 3-PHASE, 4-WIRE

MOUNTING:  SURFACE MAINS:  LUG [ X ]  C.B.  [   ]  AMPS: 100

FEEDER:      (SEE RISER DIAGRAM) FEED THRU LUG  [ X ]

PANEL TYPE:   LTG & APPLIANCE MIN A.I.C.: 12,000 (A)

O/C DIST DIST O/C

CKT ITEM OR AREA SERVED PROT KVA P KVA PROT ITEM OR AREA SERVED CKT

1 2nd FLR CORRIDOR LTG 20/1 0.8 A 0.0 - SPACE 2

3 MED GAS PANEL 20/1 0.4 B 0.0 - SPACE 4

5 POWER ASSIST DOORS 20/1 1.0 C 0.0 - SPACE 6

7 SPACE - 0.0 A 0.0 - SPACE 8

9 SPACE - 0.0 B 0.0 - SPACE 10

11 SPACE - 0.0 C 0.0 20/1 SPARE 12

13 SPACE - 0.0 A 0.0 20/1 SPARE 14

15 SPARE 20/1 0.0 B 0.0 20/1 SPARE 16

17 SPARE 20/1 0.0 C 0.0 20/1 SPARE 18

TOTAL CONNECTED LOAD (KVA) 4.3

TOTAL DEMAND LOAD (KVA) 4.7

FEEDER AMPERES DEMAND 13.0

PANEL TAG:  LSE6B VOLTAGE: 120/208 VAC, 3-PHASE, 4-WIRE

MOUNTING:  SURFACE MAINS:  LUG [ X ]  C.B.  [   ]  AMPS: 100

FEEDER:      (SEE RISER DIAGRAM) FEED THRU LUG  [   ]

PANEL TYPE:   LTG & APPLIANCE MIN A.I.C.: (A)

O/C DIST DIST O/C

CKT ITEM OR AREA SERVED PROT KVA P KVA PROT ITEM OR AREA SERVED CKT

1 3rd FLR CORRIDOR LTG 20/1 0.7 A 0.0 - SPACE 2

3 MED ALARM 20/1 0.4 B 0.0 - SPACE 4

5 POWER ASSIST DOORS 20/1 1.0 C 0.0 - SPACE 6

7 SPACE - 0.0 A 0.0 - SPACE 8

9 SPACE - 0.0 B 0.0 - SPACE 10

11 SPACE - 0.0 C 0.0 20/1 SPARE 12

13 SPACE - 0.0 A 0.0 20/1 SPARE 14

15 SPARE 20/1 0.0 B 0.0 20/1 SPARE 16

17 SPARE 20/1 0.0 C 0.0 20/1 SPARE 18

TOTAL CONNECTED LOAD (KVA) 2.1

TOTAL DEMAND LOAD (KVA) 2.3

FEEDER AMPERES DEMAND 6.3

PANEL TAG:  UPS 2nd FLR VOLTAGE: 120/208 VAC, 3-PHASE, 4-WIRE

MOUNTING:  SURFACE MAINS:  LUG [ X ]  C.B.  [   ]  AMPS: 200

FEEDER:      (SEE RISER DIAGRAM) FEED THRU LUG  [ X ]

PANEL TYPE:   LTG & APPLIANCE MIN A.I.C.: (A)

O/C DIST DIST O/C

CKT ITEM OR AREA SERVED PROT KVA P KVA PROT ITEM OR AREA SERVED CKT

1 RM 226C 20/1 0.4 A 0.4 20/1 RM 226C 2

3 RM 226C 20/1 0.4 B 0.4 20/1 RM 226C 4

5 RM 226C 20/1 0.4 C 0.4 20/1 RM 226C 6

7 RM 226C 20/1 0.4 A 0.0 - SPACE 8

9 SPACE - 0.0 B 0.0 - SPACE 10

11 SPACE - 0.0 C 0.0 20/1 SPARE 12

13 SPACE - 0.0 A 0.0 20/1 SPARE 14

15 SPARE 20/1 0.0 B 0.0 20/1 SPARE 16

17 SPARE 20/1 0.0 C 0.0 20/1 SPARE 18

TOTAL CONNECTED LOAD (KVA) 8.6

TOTAL DEMAND LOAD (KVA) 8.6

FEEDER AMPERES DEMAND 23.9

PANEL TAG:  UPS 3rd FLR VOLTAGE: 120/208 VAC, 3-PHASE, 4-WIRE

MOUNTING:  SURFACE MAINS:  LUG [ X ]  C.B.  [   ]  AMPS: 200

FEEDER:      (SEE RISER DIAGRAM) FEED THRU LUG  [   ]

PANEL TYPE:   LTG & APPLIANCE MIN A.I.C.: 12,000 (A)

O/C DIST DIST O/C

CKT ITEM OR AREA SERVED PROT KVA P KVA PROT ITEM OR AREA SERVED CKT

1 RM 330C 20/1 0.4 A 0.4 20/1 RM 330C 2

3 RM 330C 20/1 0.4 B 0.4 20/1 RM 330C 4

5 RM 330C 20/1 0.4 C 0.4 20/1 RM 330C 6

7 RM 330C 20/1 0.4 A 0.0 - SPACE 8

9 RM 332 DIALYSIS 20/1 1.0 B 0.0 - SPACE 10

11 RM 332 DIALYSIS 20/1 1.0 C 0.0 20/1 SPARE 12

13 RM 332A DIALYSIS 20/1 1.0 A 0.0 20/1 SPARE 14

15 SPARE 20/1 0.0 B 0.0 20/1 SPARE 16

17 SPARE 20/1 0.0 C 0.0 20/1 SPARE 18

TOTAL CONNECTED LOAD (KVA) 5.8

TOTAL DEMAND LOAD (KVA) 5.8

FEEDER AMPERES DEMAND 16.1

LIGHT FIXTURE SCHEDULE
FIXT

MANUFACTURER CATALOG NUMBERS VOLTAGE MOUNTING
BALLAST LAMP DATA

ADDITIONAL MANUFACTURERS
TYPE QTY TYPE No. WATTS CATALOG NUMBER REMARKS

A2 COLUMBIA ST824-232G-RA A12.125-EU 120 RECESS/CEIL/GRID 1 FLU 2 32 F32T8/SP35/ECO 2'X4' LENS TROFFER METALUX, LSI, LIGHTOLIER

A3 COLUMBIA ST824-332G-RA A12.125-EU 120 RECESS/CEIL/GRID 1 FLU 3 32 F32T8/SP35/ECO 2'X4' LENS TROFFER METALUX, LSI, LIGHTOLIER

A4 COLUMBIA ST824-432G-RA A12.125-ELWU 120 RECESS/CEIL/GRID 2 FLU 4 32 F32T8/SP35/ECO 2'X4' LENS TROFFER METALUX, LSI, LIGHTOLIER

A4A COLUMBIA CRS24-432G-FA A12.125-EU 120 RECESS/CEIL 2 FLU 4 32 F32T8/SP35/ECO 2'X4' LENS CLEANROOM TROFFER, DUAL SWITCH METALUX, LSI, LIGHTOLIER

A5 COLUMBIA ST822-217F-RA A12.125-EU 120 RECESS/CEIL 1 FLU 2 17 F17T8/SPX35 2'X2' LENS TROFFER METALUX, LSI, LIGHTOLIER

B1 COLUMBIA ZPT22-214G-PRFS-EPU 120 RECESS/CEIL/GRID 1 FLU 2 24 F24T5/835/ECO 2'X2' ZERO PLENUM TROFFER OR EQUAL

B2 COLUMBIA ZPT24-228G-PRFS-EPU 120 RECESS/CEIL/GRID 1 FLU 2 28 F28T5/835/WM/ECO 2'X4' ZERO PLENUM TROFFER OR EQUAL

C VISTA LTCNL-L-ST-AM-MW-120/277-PC 120 RECESS/WALL - LED - - FURNISH W/ UNIT LED NIGHT LIGHT, MOUNT @ 18" AFF, INTERNAL PHOTOCELL FAIL-SAFE, ALKCO

D1 PRESCOLITE LF6LED 6LFLED5 35K 120 RECESS/CEIL - LED - - FURNISH W/ UNIT 6" LED DOWNLIGHT, 1100 LUMEN LIGHTOLIER, VANTAGE, INDY

D2 PRESCOLITE LF4LED 4LFLED5 35K 120 RECESS/CEIL - LED - - FURNISH W/ UNIT 4" LED DOWNLIGHT, 1100 LUMEN LIGHTOLIER, VANTAGE, INDY

D3 LIGHTOLIER C7L1520WW35K CLW C7L15N1 120 RECESS/CEIL - LED - - FURNISH W/ UNIT 7" LED DOWNLIGHT, 1500 LUMEN WALL WASH PRESCOLITE, VANTAGE, INDY

D4 PRESCOLITE LF8LED 8LFLED7 35K 120 RECESS/CEIL - LED - - FURNISH W/ UNIT 8" LED DOWNLIGHT, 2000 LUMEN LIGHTOLIER, VANTAGE, INDY

DF1 PRESCOLITE D418EB 4D4 120 RECESS/CEIL 1 FLU 1 18 F18TBX/SPX35/4P 4" VERTICAL LAMP DOWNLIGHT HALO, INTENSE LTG, PEACHTREE

ALT PRESCOLITE LF4LED 4LFLED5 35K 120 RECESS/CEIL - LED - - FURNISH W/ UNIT 4" LED DOWNLIGHT, 1100 LUMEN (PROVIDE LED VERSION OF FIXTURE UNDER ALT #5) LIGHTOLIER, VANTAGE, INDY

DF2 PRESCOLITE CFT632EB-STF602 120 RECESS/CEIL 1 FLU 1 26 F26TBX/SPX35/4P 6" VERTICAL LAMP DOWNLIGHT HALO, INTENSE LTG, PEACHTREE

ALT PRESCOLITE D6LED4-6D9LED435K7WT 120 RECESS/CEIL - LED - - FURNISH W/ UNIT 6" LED DOWNLIGHT, 1000 LUMEN (PROVIDE LED VERSION OF FIXTURE UNDER ALT #5) LIGHTOLIER, VANTAGE, INDY

DF2A PRESCOLITE CFT632EB-STF602-SR6010 120 RECESS/CEIL 1 FLU 1 26 F26TBX/SPX35/4P 6" VERTICAL LAMP DOWNLIGHT WITH GLASS TRIM RING HALO, INTENSE LTG, PEACHTREE

ALT PRESCOLITE D6LED4-6D9LED435K7WT SR6120 120 RECESS/CEIL - LED - - FURNISH W/ UNIT 6" LED DOWNLIGHT, 1000 LUMEN (PROVIDE LED VERSION OF FIXTURE UNDER ALT #5) LIGHTOLIER, VANTAGE, INDY

DF3 PRESCOLITE CFT832HEB-STF802H 120 RECESS/CEIL 1 FLU 1 26 F26TBX/SPX35/4P HORIZONTAL LAMP DOWNLIGHT HALO, INTENSE LTG, PEACHTREE

ALT PRESCOLITE LF8LED 8LFLED7 35K 120 RECESS/CEIL - LED - - FURNISH W/ UNIT 8" LED DOWNLIGHT, 2000 LUMEN (PROVIDE LED VERSION OF FIXTURE UNDER ALT #5) LIGHTOLIER, VANTAGE, INDY

E1 DUAL-LITE SESRBN 120 UNIVERSAL - LED - - FURNISH W/ UNIT SINGLE FACE, DIE-CAST LED EXIT SIGN SURE-LITE, LSI, EMERGI-LITE

E2 DUAL-LITE SEDRBN 120 UNIVERSAL - LED - - FURNISH W/ UNIT DOUBLE FACE, DIE-CAST LED EXIT SIGN SURE-LITE, LSI, EMERGI-LITE

F KENALL MAS813PAN ASCS 126Q-PRS-DV 120 WALL 1 FLU 1 26 F26DBX/SPX35/4P WALL SCONCE OR EQUAL

ALT KENALL MAS813PAN ASCS 14L30-SCC-120 120 WALL - LED - - FURNISH W/ UNIT WALL SCONCE (PROVIDE LED VERSION OF FIXTURE UNDER ALT #5) OR EQUAL

G KENALL MAC22G 120 RECESS/CEIL/GRID 1 FLU 2 55 F55BX/835 2'x2' PATIENT ROOM, INDIRECT TROFFER W/LENS OR EQUAL

H COLUMBIA WC4-232-EU 120 SURFCACE 1 FLU 2 32 F32T8/SP35/ECO 4' WRAPAROUND METALUX, LSI, LIGHTOLIER

K COLUMBIA CSR4-232-U-EU-CSHC 120 CHAIN HUNG 1 FLU 2 32 F32T8/SPX35 4' INDUSTRIAL METALUX, LSI, LIGHTOLIER

K1 COLUMBIA CSR4-232-U-EU-CSHC-EL 120 CHAIN HUNG 1 FLU 2 32 F32T8/SPX35 4' INDUSTRIAL, BATTERY BACKUP WITH SELF DIAGNOSTICS METALUX, LSI, LIGHTOLIER

L ACCLAIM LIGHTING FLEX WW WP 120 COVE - LED - - FURNISH W/ UNIT LED TAPE LIGHT, APPROX 15', PROVIDE DRIVER GML, SPECIALTY LED, BL LIGHTING

U2 ALKCO SFHP-113/RSW 120 UNDERCABINET 1 FLU 1 13 F13T5/SPX35 2' UNDERCABINET LIGHT WITH ROCKER SWITCH OR EQUAL

W2 KENALL ES524117IS1DV2HPP 120 SURF/CEIL 1 FLU 1 17 F17T8/SPX35 WALL LIGHT, MOUNT 6" ABOVE MIRROR OR EQUAL

W4 KENALL ES548132IS1DV2HPP 120 SURF/CEIL 1 FLU 1 32 F32T8/SPX35 WALL LIGHT, MOUNT 6" ABOVE MIRROR OR EQUAL

AA PRESCOLITE LF8LED 8LFLED7 40K 120 RECESS/CEIL - LED - - FURNISH W/ UNIT 8" LED DOWNLIGHT, 2000 LUMENS LIGHTOLIER, VANTAGE, INDY

DISTRIBUTION DRY-TYPE TRANSFORMERS

DESIGNATION KVA K-FACTOR
VOLTAGE TEMP RISE WINDINGS MOUNTING

PRIMARY DELTA WYE SECONDARY DELTA WYE DEG C CU AL FLOOR WALL

TRD-N2-1 30 - 480V-3PH X 120/208V-3PH X 150 X X

TRD-N2-2 30 - 480V-3PH X 120/208V-3PH X 150 X X

TRD-N2-3 45 - 480V-3PH X 120/208V-3PH X 150 X X

TRD-N2-4 45 - 480V-3PH X 120/208V-3PH X 150 X X

TRD-N2-5 15 - 480V-3PH X 120/208V-3PH X 115 X X

TRD-SEH2-1 15 - 480V-3PH X 120/208V-3PH X 115 X X

TRD-CEH2-1 30 - 480V-3PH X 120/208V-3PH X 150 X X

TRD-CEH2-2 30 - 480V-3PH X 120/208V-3PH X 150 X X

TRANSFER SWITCH SCHEDULE

DESIGNATION
AMPERE
RATING

VOLTAGE
RATING

TYPE MIN. A.I.C.
RATING

POLES BYPASS SW.

AUTOMATIC NON-AUTO MANUAL 3 4 YES NO

ATS #8 * 400 277/480 X 42,000 X X

* SEE SPECIFICATIONS 263623 FOR MOTOR DISCONNECT AND TIMING RELAY FOR E-EF-39A AND 5-EF-E9B. PROVIDE REQUIRED WIRING AND
RACEWAYS BETWEEN ATS AND ASSOICATED FAN CONTROLLER.
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